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APPENDIX 3 
 

Ground Water Quality Analytical Results 



TABLE 1:  WATER SAMPLE DATA:  PROFILE 1
ID # 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19

2/11/2004 11/15/2004 11/22/2004 11/30/2004 12/7/2004 12/15/2004 12/20/2004 12/28/2004 6/10/2005 6/22/2005 7/5/2005 7/5/2005 9/19/2004 9/16/2005 6/28/2005 7/4/1990 4/29/2004 9/22/2005 9/22/2005

Drinking Water 
Standard Sylvia Portal Sylvia Portal

Sylvia 
Decline

Sylvia 
Decline

Sylvia 
Decline

Sylvia 
Decline

Sylvia
Decline

 Sylvia
Decline

 Sylvia
Decline

 Sylvia
Decline

 Sylvia
Decline

 Sylvia
Decline

 Sylvia sill
AD_04-04

 
Sylvia

Decline
(tank)

 
 

Spring
Domestic

Well
 Domestic

Well
 

Morris Well
Irrigation 

Well
Elevation of water source 4660 4660 4660 4660 4660 4660 4660 4660 4660 4660 4660 4660 4540 4540 4870 4454 4454 4048 4193
Alkalinity, Total 250 240 240 240 240 240 250 250 270 270 260 270 260 280 297 240 138 88
Alkalinity/ Bicarbonate 250 240 240 240 240 240 250 250 270 270 260 270 260 280 291 267 240 138 88
Alkalinity/ Carbonate <2 <2 <2 <2 <2 <2 <2 <2 <2. <2. <2 <2 <2 <2 6 <2 <2 <2.
Alkalinity/ Hydroxide <2 <2 <2 <2 <2 <2 <2 <2 <2. <2. <2 <2 <2 <2 <2 <2 <2. <2.
Aluminum - ICP-OES 0.05-0.2 <0.4 <0.05 <0.05 <0.05 0.2 <0.05 <0.05 <0.05 <0.05 <0.05 <0.05 <0.05 0.10 <0.05 <0.05 <0.05 <0.05 <0.05
Antimony - ICP-MS 0.146 <0.005 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.004 <0.002 <0.002 0.003 <0.002 <0.002 <0.002 <0.004 <0.004
Arsenic - ICP-MS 0.01 <0.005 0.006 <0.002 0.007 0.008 0.005 <0.002 0.004 0.012 0.003 <0.002 0.002 0.002 <0.002 <0.002 0.18 0.013 0.020 <0.002
Barium - ICP-MS 2 0.025 0.029 0.028 0.025 0.029 0.027 0.027 0.023 0.05 0.027 0.028 0.028 0.016 0.018 0.25 <0.1 0.025 0.074 0.031
Beryllium - ICP-MS 0.004 <0.005 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002
Boron - ICP-OES 0.2 0.1 0.1 0.11 0.12 0.1 0.1 0.1 0.1 0.1 0.11 0.13 0.14 0.08 0.17 0.2 0.08 <0.05
Cadmium - ICP-MS 0.005 <0.005 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.01 <0.002 <0.002 <0.002
Calcium - ICP-OES 99 100 99 100 100 96 94 97 100 100 98 110 110 100 96 155 140 30 22
Chloride - Ion 
Chromatography 250-400 87 70 70 71 70 69 73 70 86 80 80 85 100 88 76 61 110 13 3.7
Chromium - ICP-MS 0.1 <0.005 <0.002 0.003 0.003 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 0.002 0.002 <0.002 <0.002 ,0.025 <0.002 <0.002 0.002
Copper - ICP-MS 1.3 <0.005 0.003 0.003 0.004 0.003 <0.002 0.003 <0.002 <0.01 <0.002 <0.002 0.01 0.003 <0.002 0.006 <0.025 0.003 <0.002 <0.002
Fluoride - Ion 
Chromatography 2-4 0.44 0.40 0.30 0.20 0.20 0.40 0.33 0.23 0.43 0.26 0.45 0.40 0.54 0.50 0.40 0.51 0.50 0.4 0.2
Iron - ICP-OES 0.3-0.6 0.3 <0.05 <0.05 0.38 0.9 0.38 <0.05 0.34 0.05 0.52 <0.05 0.13 0.27 <0.05 <0.05 0.054 0.57 <0.05 <0.05
Lead - ICP-MS 0.015 <0.005 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.05 <0.002 <0.002 <0.002
Magnesium - ICP-OES 125-150 46 47 47 48 48 47 45 47 49 54 50 52 60 55 77 28 46 4.7 3.5
Manganese - ICP-MS 0.05-0.01 0.11 0.088 0.12 0.085 0.099 0.08 0.077 0.061 0.13 0.12 0.13 0.16 0.2 0.15 <0.002 <0.03 0.045 0.52 0.014
Mercury - AA Cold 
Vapor 0.002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.0002 <0.001 <0.0002 <0.0002 <0.0002
Nickel - ICP-MS 0.1 <0.005 0.010 0.009 0.011 0.008 0.004 0.005 0.006 0.002 0.002 <0.05 0.011 0.007 <0.002 <0.002 <0.002 <0.002 <0.002
Nitrate-N - Ion 
Chromatography 10 <0.05 0.06 <0.05 <0.05 <0.05 0.21 <0.05 0.1 <0.05 <0.05 <0.05 <0.05 <0.05 <0.5 <0.05 1.3 0.08 0.55
Nitrate as NO3- 24
pH 6.5-8.5 7.73 8.13 8.17 8.16 8.18 8.18 8.07 8.17 8.07 8.03 8.02 8.03 8.27 7.9 8.35 7.33 8.08 7.96 8.08
pH - Temperature 18.4 19.3 17.9 18.1 19.1 20.1 19.7 20.5 21.7 21.7 21.4 20.6 20.1 17.1 20.8 18.0 24.4 18.4 19.2
Potassium - ICP-OES 13 14 14 14 14 13 13 13 14 15 14 15 13 13 19 13 20 1.6 3.5
Selenium - ICP-MS 0.05 <0.05 <0.01 0.01 0.02 <0.01 <0.02 0.04 0.03 <0.01 <0.01 <0.01 <0.01 <0.01 <0.01 <0.010 0.34 <0.01 <0.01 <0.01
Silver - ICP-MS 0.1 <0.005 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.05 <0.002 <0.002 <0.002
Sodium - ICP-OES 88 92 92 92 94 90 88 89 100 110 100 100 110 110 61 62 99 31 12
Sulfate - Ion 
Chromatography 250-500 310 270 280 290 300 300 290 280 320 310 310 320 410 330 330 397 390 7.5 4.7
Thallium - ICP-MS 0.002 <0.0025 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001
Total Dissolved Solids 500-1000 900 790 780 810 800 780 790 780 850 880 910 880 1000 1000 920 955 1000 210 140
Zinc - ICP-MS 5 0.027 0.06 0.08 0.03 0.06 0.03 0.03 0.03 0.03 0.01 0.02 0.04 0.01 0.03 <0.01 0.051 0.04 <0.02 <0.02
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